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SAŽETAK 

U ovom radu su opisani fotonaponski sustavi te načini njihovog priključenja na distribucijsku 

mrežu. Opisani su utjecaji priključenih fotonaponskih sustava na mrežu koji su se javili 

prilikom obavljanja prijašnjih mjerenja. Ukratko su opisani i pokazatelji kvalitete električne 

energije, a detaljnije su objašnjeni harmonici, kao jedan od pokazatelja kvalitete. Detaljnije je 

opisan uređaj Metrel PowerQ4 Plus i način njegova rukovanja. Naime, tim se uređajem u 

ovom radu obavljalo mjerenje kvalitete električne energije. Na kraju rada su analizirani 

dobiveni rezultati, te prokomentirani grafovi, iz kojih je vidljivo kako promatrani 

fotonaponski sustav nema negativnih utjecaja na distribucijski sustav na koji je spojen. 

Ključne riječi: kvaliteta električne energije, harmonici, ukupno harmoničko izobličenje 

THD, Metrel PowerQ4 Plus, 

SUMMARY 

This thesis describes the photovoltaic systems and ways of their connections to the 

distribution network. There are also described the effects of connected photovoltaic on the 

network that have arisen during the performance of previous measurements. Indicators of the 

power quality are briefly described, and harmonics as one of the indicators, are described 

more detailed. Also the instrument Metrel PowerQ4 Plus is described as an instrument with 

which we did the measurements, and how to handle with that instrument. At the end of the 

thesis I analyzed results and charts, which show that observed photovoltaic system doesn't 

have any negative impact on the distribution network on which it is connected. 

Key words: Power quality, harmonics, total harmonic distortion THD, Metrel PowerQ4 Plus 

  


